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%@ 5 UNITED STATES ENVIRONMENTAL PROTECTION AGENCY
N & REGION 10
A pRoT™ 1200 Sixth Avenue

Seattle, Washington 98101
Reply to
Attn of: OW-137

July 2, 1996

Rodney Stensgar, Manager
Colville Tribal Fish Hatchery
P.0. Box 880, Highway 17
Bridgeport, Washington 98813

Re: Underground Storage Tanks (USTs)
Colville Tribal Fish Hatchery

Mr. Stensgar:

On September 20, 1995, I visited your hatchery facility to survey for
UsTs that have not been reported to the Environmental Protection Agency (EPA)
according to federal law (42 USC 6991a.) and subsequent federal regulations
(40 CFR §280.22). oOn this visit I was accompanied by Matt Boyd of the
Colville Tribe’s environmental health program.

During this time at the hatchery, you informed Mr. Boyd and myself that
two USTs existed on the premises since construction of the hatchery facility
in 1989. According to construction records, one tank is only 500 gallons in
capacity and stores gasoline for hatchery vehicles. The other tank is a
2,500-gallon tank and was similarly used to fuel hatchery vehicles, but also
to power an emergency standby generator.

Because the first UST was under 1,100 gallons in capacity and because
the product it stores is only used to service hatchery vehicles, this tank is
exempt from federal UST regulation. However, the larger tank is a regulated
UST and EPA must be officially notified of its existence by law. Failure to
do so can result in civil penalties up to $10,000.

While at the hatchery, I gave you a copy of the EPA UST notification
form to complete and return to me. Several weeks later in October 1995, I
again discussed this need with you in a phone call, but as of this date I have
not received the required notification form. Accordingly, you are hereby
directed to have the enclosed notification form completed and returned to this
office not later than July 22, 1996,

If you have questions about the form, please contact me at (206) 553-

1089, or toll-free at (BOO) 424-4372, extension 1089. Thank you for your
agsistance in this matter.

Sincerely,

Geoff Keeler
Compliance Officer

enclosure
cc: Steve Suagee, Colville Tribal Attorney, Nespelem, Washington)

Matt Boyd, Colville Environmental Health Department, Nespelem,
Washington
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Facility Summary for R10 Facility ID # 4020050

L S
Owner Name and Address: COLVILLE CONFEDERATED PO BOX 150, Nespelem, WA 99155
TRIBES

Locatiog S Location: Stiset Addiess E R i
4020050 | |Colvill Tribal ‘Fish Hatchery | |Po.Boxeo 13854 Hwy.17 | l ridgeporl l*gsma
TankID Installed  Product TankMalIofConslrucllun Plplng Material Tank HaleasaDatet_:tion ! FR Mel
Swwa’ | Age(y) | Capachly | [SecondsiyOption | SecondaryOption |  Piping Type i | SpilioveriCel
oot 3111983 Diesal Fiberglass Reinforced Plastic Flberglass Reinforced Plastic  Safe Suction @@@@ @@@@@@@@ Yes
Cuirently In Use 15 2,500 Double-Walled Cathodically Protected Yes Yes Yes
002 3/1/1989 Gasoline Fiberglass Reinforced Plastic Fiberglass Reinforced Plastic Safe Suction @@@@@@@@@@@@ Yes
Currently In Use 15 550 Double-Walled Cathadically Protected [ _@ J Yes Yos Yos

last Inspected: F Aprl 04

Tank/Piping Release Detection Codes

! E Manual Tank Gauging Inventory Control E Vapor Monitoring Interstit. Dbl-Wall Monitor n SIR ﬂ Delerred
E Tank/Line Tightness Testlng E ATG/Auto Line LD GW Monitoring 'Interstit. Sec. Con. Monitor Other Methods Not Listed |
== ot |

Report Generation Date: 7/14/2004 Page 1 of 1



R10 Facility 1D: 4020050 Facllity Name:  Colville Tribal Fish Hatchery

I. Ownership of Tank(s)

System ID:

A10 Owner ID:

Name: [COLVILLE CONFEDERATED TRIBES |

Street: |POBOX 150

City: |Nespelem (o :
ty: [Nesp | County: nogan Comments:
State: zip: [99155]-[ |
Phone: ((509) 634-8836 Fa: [ ]
Contact: | | (if other than Owner)
Taxpayer ID: !:I §.5. No: I |

Type of Notification

e System ID:
New: ||  Amended: M|  ctosure: [ | ve

R10 Facllity ID: 4020050
Date Received: 06 Aug 1996

Facility Operator: | ], i |
Last First

)l Location of Tank(s) e ook | SRR |

Name: [Colville Tribat Fish Hatchery

: |P.O. Box 880, 1 H
Street ox 880, 13854 Hwy. 17 Conmants:

ciy County
State: ZIP: -‘:
Latitude: DOD":' Longitude: :H:H:]"

Phone: |(509) 686-9330

"1l. Type of Owner: I IV. indian Lands 4 ' I

1 Local Government | Indian Lands: ] Tanks are located on tand within an Indian
Reservation or on other trust lands.

Tribe Owned: O Tanks are owned by native American
nation or tribe.

Tribe: |COLVILLE |

Page 1 of 6



R10 Facility 1D: 4020050 Facility Name:  Colville Tribal Fish Hatchery

V. Type of Facility ' ]

Describe the kind of facility: Comments: [FISH HATCHERY

(Other |

V1. Contact Persons in Charge of Tanks

Name: STENSGAR, RODNEY Address: PO BOX 880, Bridgeport, WA 98813
Phone: (509) 686-9330 Fax:
Contact Type: [ ] Owner [ Operator ] cacontact [_] Manager [ | Outreach ) Location Contact

(] mp [J FeeContact (] Other | |

Vii. Financial/ Responsibility

Facility meets financial responsibility requirements: M

Check all that apply:

Self-Insured: Letter of Credit: || Comments:
tnsurance: State Fund: [J Colony Ins,
Risk Retention Group: () Trust Fund: ()
Guarantee: [ Other: [
Surety Bond: O Not Listed: [
Viii. Certification |
Name: |RODNEY O STENSGAR | Title: |HATCHERY MANAGER |  Date: | 090Oct1995

Page 2 of &



R10 Facllity 1D: 4020050 Facillty Name:  Colville Tribal Fish Hatchery

Latitude: |:|° ' *  Longltude: :Ic' ' y
IX. Description of Underground Storage Tanks '

1. Status of Tank

Faderally'Regulated: &  Compartment: || AST: [ Sys. Fac. ID: 4260124
Amended Information:; 8 Manifoided: [ ] NoFes: [] | TenklD:
Tank Status: |Currantly In Use [ Comments: |Also supplies fusl 1o an emergency

generator. 4/04 JG

2. Date of Installation (month/fyear} 3. Estimated Total Capacity {gallons)

Date Installed: | Mar 1969 Tank Capacity:
4. Material of Construction

Enter material of construction for the tank. You may supplement primary descriptionona acondary Options.

Tank Material: |Fiberglass Reinforced Plastic | Comments: (Brine filled secondary tank made by
O/C Tanks Corp. (Owens Coming).
Sec. Tank Optlon: [Double-Walled ] CMB 7/13/04

Check If tank has been repalred: [
Check if tank is used for emergency generator: O

5. Piping (Materjal) R R
Enter material of construction for the piping. You may supplement primary description with one of the Secondary Option

Piping Materlal: |Fibarglass Reinforced Plastic | Comments: (CP has been added 1o steel pipe.
FRP pipe from tank 1o dispenser
Sec. Piping Option: |Cathodlcally Protected | and to generator. JG 5/21/04

5. Piping (Type)

Type of Plpe:  (Safe Suction |

Check if piping has been repalred: ||

7. Substance Currently oruLast_g‘:_tg{g_d in Greatest Quantity by Volume

Substance: |Diesel | Comments:

CERCLA No.: ] |

Description:

'X. Tanks Out of Use, or Change in Service

1. Closing of Tank

NOTE: This section not available unless tank status at top of form is set 1o a form of closure.

DatelastUsed: [ | Closure Status: |

Paga30i 6




R10 Facility 1D: 4020050 Facility Name:  Colville Tribal Fish Hatchery

Date Closure Revd.: I:] Inert Fill : | |

2. Site Assessment

Site Assessment Completed: [} Evidence of a Leak Detected: [

XL Certification of Compliance

1. Installation

Installer certified by tank & piping Manufaciurer's installation checklists

manufacturer: [ have been completed: [ |
Installer certified or licensed by Another method allowed by State

implementing agency: agency: |:|

v
Installation inspected by registered ;
engineer: [ ] Comments:
Installation inspected & approved by
implementing agency: V|

2. Release Detection

Tank/Pipe Tank/Pipe
Manual tank gauging: O Auto line leak detector: D
Tank tightness testing: O Line tighiness testing: [ ]
Inventory control: O Other method: | [ ] _
Automatic tank gauging: Vv Deferred: | [ D
Vapor monitoring: ] D : Not listed: | [} D
Groundwater monitoring: L] U ! Comments: Veeder-Root TLS-300c / brine
=1, filled interstitial space w/ safe
sir: | O] [L! suction. CMB 7/13/04
interstit. Dbl-wall Monttor: | & | ]
Interstit. Sec. Con. Monitor: | [ D

3. 5pill, Overfili, and Corrosion Pratection

Overfill Protected: [V Spill Protected: M CP Met on Tank & Piping:
[E] check if deliveries limited 10 25 gallons at a time (e.g., used oil tanks)

Name: | | Company: |

Position: | | Date Signed: |

Page 4 of 6



R10 Facility 1D: 4020050 Facility Name:  Colville Tribal Fish Hatchery

IX: Description of Underground Storage Tanks

L= L F A

J 1. Status of Tank

' Federally Reguiated; ] Compartment: [] AsT: [ Rl
Amended Information: 2 Manifoided: [ NoFee: [ ] Tankig:

Tank Status: [Currently In Use | Comments:

| 2. Date of Installation (mnn_thlycar) 3. Estimated Total Capacity_(_gallons)___
Date Installed: | Mar 1989 Tank Capacity:

4. tMaterial of Construction . . _ . J
Enter material of construction for the tank. You may supplement primary description with one of the Secondary Options.

Tank Material: |F|berglass Reinforced Plastic | Comments: |Brine filled secondary tank mada by
0O/C Tanks Com. {Owens Corning).
Sec. Tank Option: |Double-Walled | CMB 7/13/04

Check If tank has been repaired: [ |
Check if tank Is used for emergency generator: O

S5 Piping(Matertaly |
Enter material of construction for the piping. You may supplement primary description with one of the Secondary Option

Piplng Material: |Fiberglass Reinforced Plastic | Comments: |FRP pipe from tank to suction
pump. Steel transition up to pump.
Sec. Plping Option: |Cathodically Prolected i JG 5/21/04

Type of Pipe:  Safe Suction |

Check if piping has been repaired: [ |

7. Substance Currently or Last Stored in Greatest Quantity by Volume

Substance: |Gasoline | Commants: ks _|
CERGLA No.: | |
Description:

X. Tanks Out ofiUse, or Change in Service

1. Closing of Tank

NOTE: This section not available unlass tank status at top of form is set to a form of closure.

DatelastUsed: [ | Closure Status: |
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R10 Facility ID: 4020050 Facility Name:  Colville Tribal Fish Hatchery

Date Closure Revd.: |:| Inert Fill : | |

Site Assessment Completed: O Evidence of a Leak Detected: ||

XI. Certification of Compliance

1. Installation

Installer certified by tank & piping Manufacturer's installation checklists
manufacturer: [_] have been completed: [ |

Installer certified or licensed by Another method allowed by State
implementing agency: agency: [ |

Installation inspected by registered :
engineer: [ ] Comments:
Installation inspected & approved by
Implementing agency:

2._Hclease_Detection

Tank/Pipe Tank/Pipe
Manual tank gauging: O Auto line leak detector: D
Tank tightness testing: 0 Line tightness testing: [ |
Inventory coniroi: 1 Other method: | [ (|
Automatic tank gauging: Vi Deferred: | [ | E
Vapor monitoring: Q D Not listed: | (] {[]
Groundwater monitoring: i} D Comments: |Veeder-Root TLS-300c / brine
filled interstitial space with safe
sir: | [ (L4 suction. CMB 7/13/04
Interstit. Dbl-wall Monitor: o
Interstit. Sec. Con. Monitor: | (] |1

3. Spill, Overfill, and Corrosion Protection

Overfill Protected: V] Spill Protected: /| CP Met on Tank & Piping: W
[ Check if deliveries limited to 25 gallons at a time (e.g., used oil tanks)

Name: | | Company: |

Position: | | Date Signed: |
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0448 HO. 3090001, Anrevel Expires 381
* EPAlm 51 (Reviess b0

2. No. of tanks at facility

Notitication for Underground Storage Tanks STATE USE ONLY
(557 P18 S o g 15 e e W35, e st ID NUMBER /[0 2005020 |
TYPE OF NOTIFICATION iA;E R?E"E? e
. ate Enter n im o
(] A. NEW FACILITY {T] 8. AMENDED [] c. cLOSURE

b — — e — e — o LB ESVRE | B. Data Entry Clerk Initials
No. of continuation sheets attached

l

C. Owner Was Contacted to

INSTRUCTIONS

Clarify Responses. Commants

Please

Notificatlon is requirsd by Federal law for all underground tanks that
have basn used to store regulaied substancas since January 1, 1974, that
are in the ground as of May 8, 1985, or that are brought Into uss after May 8,
1986. The Information requested Is required by Section 9062 of the Resource
Consarvation and Racovery Act, {RCHA), as amendad.,

The primary purposa of this natification program is 1o locate and evaluals
underground tanks that siore or have siored patroleum or hazardous substances,
It is expeciad that the information you provide will be based on reasonably
available racords, or in the absence of such racords, your knowladge, belief, or
recollection.

Who Must Notity? Section 8002 of RCRA, as amended, requires that, unleas
exempled, ownaers of underground tanks that store regutated substances must
notily designated State or local agencias of the existence of their tanks. Ovwner
means—

a) in the case of an underground siorage tank in use on Novembar 8, 1984, or
brought intn use afier that daie, any persan who owns an underground storage
tank used ko the storage, use, or dispensing of regulatad substances, and

b) in tha casa of any undarground siorage tank in use balore November B,
1984. but na longer is usa on that date, any person who owned such tank
immediately balore the discontinuation of its use.

¢) Il the State agency so requires, any tagility that has undergona any changes
to facility information or tank system status (only amended tank information naeds
to be includad).

What Tanks Are Included? Underground storage tank I definad as any one
or combination of tanks that (1) is used to contain an accumulation of “regulatad
substances,” and (2) whose volumae (induding connecled undarground piping) is
10% ar more beneath the ground. Some examples are underground tanks storing:
1. Gasolina, used oll, or diesel fuat, and 2. industial solvents, pasicides,
herbicides or fumigants.

What Tanks Are Excluded? Tanks removed from the ground are not subject
to natification, Other tanks exduded from notification are:

1. farm or residential tanks of 1,100 galons or tess capadity used for storing
mazr fug for noncommercial purposes;

2. tanks usad for storing heating ol for consumptive use on the premises
where stored;

in ink all items except “signature” in section V. This form

must be complated for each location containing undarground storage tanks. If
more than five (5) tanks are owned at this location, pholocopy the following
sheets, and staple continuation sheets 1o the form.

GENERAL INFORMATION

3. soptic tanks;

4. pipetine facilides (including gathering lines) regulatad under the Natural Gas
Pipeling Safaty Act of 1968, or the Hazardous Liquid Pipeline Safaty Actol 1979, or
which is an intrastatw pipeline facility regulated under State laws;

5. surfaca impoundments, pits, ponds, or lagoons;

‘8. storm water or waste water collection systams;

7. Now-through process tanks;

8. liquid rraps or associated pathering lines directly related 1 off or gas
production and gathering operationa;

9. storage tanks sialed in an underground area {such as a basement, cellar,
mineworking drift, shaft, or tnnel) if the siorage tarik is situated upon or above the
surface of the floor.

What Substances Are Coversd? The notification requirements apply to under
ground storage tanks that contain regulated substances. This includes any
substance dafinad as harardous in secton 101 {14) of the Comprehensive
Environmental Response, Compensation and Liability Act of 1880 (CERCLA), with
the axcaption of those substances regulated as hazardous waste under Subtitie C
of RCRA. !t also includes petroleum, e.¢.. cnide oil or any lraction thereof which is
liquid at standard conditions of mperature and pressure (60 degraas Fahrenheit
and 14.7 pounds per square inch absolute).

Where Te Notlty? Send completad forms to;

U.9.EPA Reglen 10

Undarground Storags Tank Program
1200 Sixth Avenue  WD-139
Saattle, WA 88101

When To Notlfy? 1. Owners of underground strage tanks in use or that have
been 1aken out of operation ahtar January 1, 1974, but a8l in the ground, must notify
by May 8, 1886. 2. Owners who bring undarground simrage tanks into use after May
8, 1986, must notity within 30 days of bringing the tanks inmo use. 3. If the Stats
requires nodficaton of any amendments t the facility send information o State
agaency immadiataly,

Penatties: Any ownsr who knowlingly tails to notity or submits fates Informa-
tion shall be subjsct 1o & civil peraity not to axcasd $10,000 for sach tank Jor
which natification (s not glven or for which faise Injcrmation ls submitied.

l. OWNERSHIP OF TANK(S) Ii. LOCATION OF TANK(S)
Hmuhd&%ﬁ?@ﬂ%dmwm.m.wm.
e { gF';uom-Emm
E :]n ;;d E :EEEZ?{J ribes Latitude 43-0/-5 £ Longitude_j/9- 41 =15~
Lreed
2o. Bmc’ 150 (¥ vame as Saction |, mark box hers [ ]
ot wgg  meremcTe
e Strest Address (PO, acoapuabie) o Ni
Q@M@M : 1332.9,) 3:1; ay 7
- J .
e L é’"%ﬁm’—‘ i ?sy{gﬁﬁf“
Cipoog. e
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: &
L. TYPE OF DWNER IV.{" AN LANDS
L] Tanks are located on land withia an Indian ¢ | Tribe or Nation:
O Federal Government {0 commaercial Resarvation or on other trust lands. | el 7(2‘[ .(. c‘
O StateGo nt O Private Cal ":..f.-ﬂ-t e
T i Tanks are owned by native American | Tribes
ﬁ Local Governmant nation, tribe, or individual. I

V. TYPE OF FACILITY

Sealact the Appropriate Facility Description

___ Gas Station ____Railroad ____ Trucking/Transport

___ Petrolsum Distributar __ Fedaral - Non-Military —___ Jilties

____Air Taxi (Airline) ____ Federal - Military ___ Fasidential

____Aircraft Owner __Industrial Ll iy |

_____Auto Dealership - ___ Contractor _'}_f_c :r (Explain) Fosh IIJIa'I'l‘-I\e" If |

VI. CONTACT PERSON IN CHARGE OF TANKS

Name Job Title Address Phone Number (Include Area Coda)

wAchery Mea P6. Beye 880 _ S07 6%i-9330
I%'IM\I el 1 Br.dgepor t ut 958/

Vil. FINANCI;\L RESPONSIBILITY

| have mat the financial rasponsibility requirements in
accordance with 40 CFR Subpart H

Chack ]fdl that Apply T {
Self Insurance } L—— Guarantee | [ State Funds
(1 commercial insurance i | Surety Bond | ] Trust Fund
[ Risk Rstention Group : [ Letter of Credit l [ ] other Mathod Allowed Specily
I |
I I
| I

VIil. CERTIFICATICN {Read and sign after completing all sections)

| cortify under penalty of law that 1 have parsonally examined and am familiar with the information submitted in this and all attached

documents, and that based on my inquiry of those individuals immediatsly responsibile for obtaining the information, | believe that the
submitted information is true, accurate, and completa.

Namae and official title of owner

or ownar's authorized representative (Print) ?ignaturo Date Signad
- , / / T

I%cIne\; 0. S‘I’en.s:]af OOI'? 0. b3

EPA astimates public reporting burden for this form to average 30 mir.ules per response inclu
gatheting and maintaining the data needed and complating and reviewing the form. Send con
Chiel, Information Policy Branch PM-223, U.S. Environmental Protection Agency, 401 M Stre:
“Attention Desk Officer for EPA." This form amends the previous notilication form as printed it
editions of this notification form may be used while supplies {ast,

e to

ivious

Page 2



SN

IX. DESCRIPTION OF U ZRGROUND STORAGE TANKS {Compleate fo. Jch tank at this location.)

Tank Mdentification Number

Tank No._|

Tank No. E Tank No.

Tank No.

Tank No.

1. Status of Tank

{mark only one) Currantly in Use

Tempararily Out of Lise

tm.!-ﬂuﬂnll

Permanently Out of Use
{Fawnamiver o B out sectan X)

Amendment of Infarmation

il

|

il

]

7
|
|

l

I
|
|

|

l
I
L_
L

UL

2. Data of Installation (mo./year)

/39

3. Estimated Total Capacity (gallons)

2500

S50

4. Material of Construction
{Mark all that apply)
Asphalt Coated or Bare Steal
Cathodically Protected Steel
Epoxy Coated Stasl
Compasila (Steel with Fibarglass)
Fiberglass Reinforcad Plastic |
Lined Interior
Double Walled
Polyethylene Tank Jackst
Concrate
Excavation Liner
Unknown
Othar, Plaase spacify

Has tank been repaired?

N

N

5. Piping (Matarial)

(Mark all that apply) Bare Stael

Galvanized Stee!

Fibarglass Reinforced Plastic
Copper

Cathodically Protected
Double Walled

Sacondary Containment
Unknown

Other, Piease spacify

—OCNCrrr —

e ey (— r— — — — —— -

A | N | | N G | | -

B REEEEEEE

6. Piping (Type)
(Mark all that apply)

Suction: no valve at tank
Suction: valve at tank
Pressure

Gravity Feed
Has piping been repaired?

e p—— r—— f— ———y

—

A

I VR § S | S )

—

I | | |

_T"‘T”_T—"
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VN Pant e
Tank Identification Number \ / TankNo._l | TankMo,_2. | TankR ./ [ TankNe. — | TankNo.___
7. Substance Currently or Last Stored
In Greatest Quantity by Volume 2 2
Gasolina | =R | || I|L |
Diosal [l (e | H J 1l % |[E 1
Gasohol I [ | 1 L | L e |
Kerosene . I I I —l ! _} I ] L —I
Heating Oil [ 11 Ik || | [ J
Used Oil [ 11 | J i I Il
Other, Please spacify I l | j ] | I ' L ]
Hazardous Substance ‘ | —I [ | | | L —|
CERCLA name and/or,
CAS number
Mixture of Substances [{1 | 1 [ | 11
Pleasa specify
X. TANKS OUT OF USE, OR CHANGE IN SERVICE
1. Closing ol Tank
A. Estimated date last used
{mo./day/year)
B. Estimate date tank closed
{mo./day/year)
C. Tank was removed from ground i I L —| | | [ —l | |
D. Tank was closed in ground [ j L I | | L —| | |
E. Tank filled with inert material [ ] [ | L 111 [ |
Dascribe
F. Change in service | ] L I i 1 [ ] I _I
2. Site Assessment Completed I 11 1L | |l Rl |
_________________________ Ll =2 i I nee il S R ¢
Evidance of a leak detected L | | | I —! L —| I J




XI. CERTIFICATION OF COMPLIANCE (COMPLETE FOR ALL NEW AND UPGRALED TANKS AT THIS LOCATION)

Tank Identification Number

Tank No. _L_

Tank No. 2,

Tank No.

Tank No.

Tank Na.

1. Installation

A. Installer certified by tank and
piping manufacturers

B. Installer cartified or licensad by the

implementing agency

C. Installation inspected by a

ragistared enginear

. Installation inspected and
approved by implementing agency

. Manufacturer's installation check-
lists have bean complsted

. Another method allowed by State
agency. Please specily.

][]
\

I l

|
pd

-

=]
:

N

N\

—

Nl 1]

—

—

2. Release Detection (Mark all that apply)

A. Manual tank gauging
B. Tank tightness testing
C. Inventory controls
D. Automatic tank gauging

E. Vapor monitoring

F. Groundwater monitoring

G. Interstitial monitoring double walled
tank/piping

Interstitial monitoring/secondary
conainmant

H.

|, Automatic line leak datectors
J. Line tightness testing

. Other method allowed by
Implementing Agency. Pleasa
specify.

LR

-
>
=
X

PIPING

PIPING.

TANK | PIPING

DOH0

TANK

OO0

PIPING

PIPING

000 2

—

_

NERREER

R

l_',_"_"

L I
/i

N

S

e
L]

BN

P

LN

Bl

i

I
—

3. Spill and Overfill Protection

A. Overlill device installed
B. Spill device installed

.

LI

v ]
|

| JL

Installer:

OATH: | certify the information concerning installation that is provided in section X! is true 1o the best of my belief and knowledge.

Name

Signature

Position

Date

Company
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